
When our wells are operating, the pumped groundwater contains nitrate at levels that exceed one-half the maxi-

mum contaminant level (MCL).  The wells only operate when the nitrate is less than the MCL.  Frequent testing of the well water is required by 
the Department of Public Health (CDPH) to verify that the water served to our customers never exceeds the MCL.  The source of the elevated 
nitrate could be septic tanks or nitrogen fertilizers.   Nitrate in drinking water at levels above the MCL of 45 milligrams-per-liter is a health risk for 
infants of less than six months of age.  High nitrate levels in drinking water can interfere with the capacity of the infant’s blood to carry oxygen 
resulting in a serious illness; symptoms include shortness of breath and blueness of the skin.  High nitrate levels may also affect the ability of the 
blood to carry oxygen in other individuals, such as pregnant women and those with certain specific enzyme deficiencies.  If you are caring for an 
infant or you are pregnant, you should ask advice from your health care provider, or choose to use bottled water for mixing formula and juice for 
your baby.     
 

Arsenic is an element that occurs in the earth’s crust.  Accordingly, there are natural sources of exposure.  While your drinking water meets 

the current standard for arsenic, it does contain low levels of arsenic.  The drinking water standard balances the current understanding of ar-
senic’s possible health effects against the cost of removing arsenic from drinking water.   The CDPH continues to research the health effects of 
low levels of arsenic, which is known to cause cancer at high concentrations and is linked to other health effects such as skin damage and circu-
latory problems.  The  USEPA established a maximum contaminant level for arsenic of 50 parts per billion in 1975.  In January 2002, USEPA final-
ized a new standard for arsenic in drinking water that requires public water suppliers to reduce arsenic to 10 parts per billion.  Groundwater and 
imported water supplies in the La Cañada Irrigation District service area generally range between non-detectable levels and 6 parts per billion. 
 

Definitions of terms used in the water quality charts: 
 

• Public Health Goal (PHG) is the level of a contaminant in drinking water below which there is no known or suspected risk to health.  

PHGs are set by the California Environmental Protection Agency. 

• Maximum Contaminant Level Goal (MCLG) is the level of a contaminant in drinking water below which there is no known or sus-

pected risk to health.  MCLGs are set by the U.S. Environmental Protection Agency. 

• Maximum Contaminant Level (MCL) is the highest level of a contaminant that is allowed in drinking water.  Primary MCLs  are set 

as close to the PHGs (or MCLGs) as is economically and technologically feasible.  Primary drinking water standards are MCLs for 
contaminants that effect health along with their monitoring and reporting requirements, and water treatment requirements.          
Secondary MCLs are set to protect the odor, taste, and appearance of drinking water. 

• Regulatory Action Level (AL) is the concentration of a contaminant which, when exceeded, triggers treatment or other require-

ments that a water system must follow. 

• Maximum Residual Disinfectant Level (MRDL) is the level of disinfectant that can be added for water treatment that may not be 

exceeded without an unacceptable possibility of adverse health effects. 

• Maximum Residual Disinfectant Level Goal (MRDLG) is the level of a disinfectant in drinking water below which there is no 
known or suspected risk to health.  MRDLGs are set by the U.S. Environmental Protection Agency. 

• Treatment Techniques (TT) Filtration is called a "treatment technique".  A treatment technique is a required process intended to 

reduce the level of contaminants in drinking water that are difficult and sometimes impossible to measure directly. 

Lead and copper have been detected in our groundwater or imported water sources; these metals can in-

crease when water contacts plumbing materials in your home.  Because domestic plumbing is the primary source of these metals, drinking 
water regulations require testing tap water samples for lead and copper inside a number of representative homes every three years.  If more 
than 10 percent of the tap samples from homes exceed the action level set by the USEPA, the water system is required to treat the water in a 
way that reduces the corrosiveness of the water.  Testing completed in 2013 showed tap water samples with detectable lead and copper.  
Copper was detected below the Action Level and lead was detected in one sample above the Action Level.  The next round of testing to be 
completed by LCID will occur in 2016.  It is possible that lead levels at your home are higher than at other homes in the community as a re-
sult of materials used in your home’s plumbing.  Infants and young children are more vulnerable to the effects of lead in drinking water than 
the general    population.  You can minimize exposure to lead by using the first water in the morning out of your tap for something other 
than drinking or you can flush the water out of your tap before drinking by running the water for only a few seconds. 

 C hem ical M C L P H G Averag e R ang e o f M C L T ypical S o urce o f C on tam in ant

(M C L G ) Am ou n t D etectio ns V io lation ?

R ad io log icals  - T ested  in  2011

 A lpha Rad ia tion  (pC i/L) 15 n/a N D ND  - 3 No

 B eta  R ad ia tion  (pC i/L) 50 n/a 4 ND  - 6 No

 U ran ium  (pC i/L) 20 0.43 2 1.0- 2 .0 No

 Ino rgan ic  C h em icals  - T es ted  in  2013

1000 60 140 95 - 220 No

10 0.004 N D N D No

1000 2000 N D N D No

2 1 0.8 0.7  - 1 .3 No

(i) 1 0 .8 0.6  - 1 .1 No

 N itra te  and N itrite  as N  (ppm ) 10 10 N D N D No

 N itra te  as N  (ppm ) 10 10 N D N D No

 S econ dary S tand ard s - T ested  in  2013

200* 600 180 95 - 220 No R es idue from  water trea tm ent process; na tura l depos its

500
*

n/a 88 84 - 91 No  R unoff o r leach ing from  natura l depos its

 C o lor (co lor un its ) 15
*

n/a 1 1 - 1 No  R unoff o r leach ing from  natura l depos its

 C orros ivity (LS I) non-corros ive n/a 0.40 0.35 - 0 .45 No  E lem enta l ba lance in  water

 O dor (odor un its ) 3
*

n/a 4 3 - 6 No  N atura lly occurring  organ ic  m ateria ls

 S pec ific  Conduc tance (µm ho/cm ) 1,600
*

n/a 870 850 - 890 No  S ubstances  tha t fo rm  ions  in  water

 S u lfa te
 
(ppm ) 500

*
n/a 180 170 - 190 No  R unoff o r leach ing o f na tura l depos its

 T ota l D isso lved S o lids  (ppm ) 1,000
*

n/a 530 520 - 540 No  R unoff o r leach ing o f na tura l depos its

 T urb id ity (N TU )* 5 * n/a N D N D No  R unoff o r leach ing o f na tura l depos its

 U nreg u lated  C h em icals  - T ested  in  2013  

 A lka lin ity  (ppm )* N ot R egu la ted n/a 110 76 - 130 n/a  R unoff o r leach ing from  natura l depos its

 B oron (ppb) N ot R egu la ted n/a 150 150 n/a  R unoff o r leach ing from  natura l depos its

 C a lc ium  (ppm ) N ot R egu la ted n/a 58 56 - 61 n/a  R unoff o r leach ing from  natura l depos its

 C hrom ium  V I (ppb) N ot R egu la ted n/a N D N D n/a  Indus try  waste  d ischarge/natura lly  p resent

 H ardness, to ta l (ppm ) N ot R egu la ted n/a 240 230 - 250 n/a  R unoff o r leach ing o f na tura l depos its

 M agnes ium  (ppm ) N ot R egu la ted n/a 22 21 - 23 n/a  R unoff o r leach ing from  natura l depos its

 pH  (pH  un its )* N ot R egu la ted n/a 8.1 8.1 n/a  H ydrogen ion  concentra tion

 P otass ium  (ppm ) N ot R egu la ted n/a 4.2 4.0  - 4 .3 n/a  R unoff o r leach ing from  natura l depos its

N ot R egu la ted n/a 82 79 - 85 n/a  R unoff o r leach ing from  natura l depos its

N ot R egu la ted n/a 2.4 2.1  - 2 .7 n/a  V arious natura l and m an-m ade sources

 V anad ium  (ppb)* N ot R egu la ted n/a 3 3 n/a N atura lly-occurring ; industria l waste  d ischarge

 p pb  =  parts-per-b illion ; p pm  =  parts-per-m illion ; pC i/L  =  p icoC uries per lite r; n tu  =  nephe lom etric  tu rb id ity un its ; µm ho /cm  =  m icrom hos  per centim eter; 

 N D  =  no t de tec ted; NC = not co llecc ted;<  =  average is  less than the  detection  lim it fo r reporting  purposes; M C L  =  M axim um  C ontam inant Leve l; (M C L G ) =  federa l M C L G oal; 

 T urb id ity - co m bined  filter e fflu ent T reatm en t T u rb id ity T T T ypical S ou rce

T ech niqu e M easurem ents V io lation ? o f C on tam in an t

 1 ) H ighest s ing le  tu rb id ity m easurem ent 0 .3  NT U No  S o il run-o ff

 2 ) P ercentage o f sam ples  less  than 0 .3  NT U  95% 100% No  S oil run-o ff

 T urb id ity is  a  m easure  o f the  c loud iness  o f the  water, an  ind ica tion  o f particu la te  m atter, som e o f wh ich  m ight inc lude harm fu l m icroorgan ism s. Low  turb id ity  

 in  M etropo litan 's  trea ted water is  a  good ind ica tor o f e ffec tive  filtra tion .  F iltra tion  is  ca lled  a  "treatm en t tech niq u e" .  A  treatm ent techn ique is  a  requ ired 

 p rocess  in tended to  reduce the  leve l o f contam inants  in  drink ing water tha t a re  d ifficu lt and som etim es im poss ib le   to  m easure  d irectly .

0 .05

B arium  (ppb)

M E T R O P O LIT AN  W AT E R  D IS T R IC T  O F  S O U T H E R N  C ALIFO R N IA T R E AT E D  S U R F AC E  W AT E R

A lum inum  (ppb)

 E ros ion o f na tura l depos its

 E ros ion o f na tura l depos its

A lum inum  (ppb)

 F luoride  (ppm )

A rsen ic  (ppb)

 E ros ion o f na tura l depos its

 E ros ion o f na tura l depos its

 E ros ion o f na tura l depos its

 D ecay o f m an-m ade or natura l depos its

 E ros ion o f na tura l depos its

T he fluoride  leve ls  in  the  trea ted water are  m ain ta ined w ith in  a  range o f 0 .1  to  1 .0  ppm , as requ ired by D epartm ent regu la tions

M W D S C  treats  your water by add ing fluo ride  to  the  natura lly occurring  leve l in  order to  he lp  prevent denta l caries  in  consum ers .  

 P H G  =  C alifo rn ia  P ub lic  H ea lth  G oal;  n /a  =  not app licab le ; LS I =  Lange lie r S atura tion  Index; * C ontam inant is  regu la ted by a  secondary s tandard .

 F luoride  (ppm )

 S od ium  (ppm )

T O C  (ppm )

T reatm ent R e la ted. W ate r add itive  fo r denta l hea lth

 A gricu ltu re  runoff and sewage

 A gricu ltu re  runoff and sewage

 C hloride  (ppm )

 C h em ica l M C L P H G Averag e R an ge  o f M C L M o st R ecen t

(M C L G ) Am ou n t D etectio ns V io la tio n ? S am p lin g  D ate

15 n/a 11.1 6 .4  - 15  N o 2013  E ros ion o f N a tura l D epos its

5 n/a 0.03 N D  - 0 .09 N o 2013  E ros ion o f N a tura l D epos its

20 0.5 6.6 5 .4  - 7 .9 N o 2013  E ros ion o f N a tura l D epos its

1000 2000 66.7 N D  - 100 N o 2013  E ros ion o f N a tura l D epos its

45 45 25 N D  - 51 N o 2013  F ertilizers , S eptic  T anks

10 10 7.3 N D  - 12 N o 2013  F ertilizers , S eptic  T anks

10 0.004 1.9 N D  - 5 .9 N o 2013  E ros ion o f N a tura l D epos its

6 6 0.6 N D  - 4 .9 n/a 2013  E ros ion o f N a tura l D epos its

2 1 0.3 0.25 - 0 .43 N o 2013  E ros ion o f N a tura l D epos its

5 0.06 0.3 N D  - 0 .9 N o 2013  Indus tria l S o lvent D ischarge

5 0.06 0.9 N D  - 2 .2 N o 2013  Indus tria l S o lvent D ischarge

500* n/a 46.2 5 .7  - 76 N o 2013  E ros ion o f N a tura l D epos its

 O dor (th resho ld  odor num ber) 3
* n/a 1 1 N o 2013  E ros ion o f N a tura l D epos its

1600* n/a 697 460 - 910 N o 2013  E ros ion o f N a tura l D epos its

500* n/a 76.3 52  - 110 N o 2013  E ros ion o f N a tura l D epos its

500* n/a 0 N D  - 0 .13 N o 2013  F ound in  D etergents

1000* n/a 440 300 - 590 N o 2013  E ros ion o f N a tura l D epos its

5
* n/a 0.3 0 .1  - 0 .7 N o 2013  E ros ion o f N a tura l D epos its

N ot R egu la ted n/a 190 180 - 200 n/a 2013  E ros ion o f N a tura l D epos its

N ot R egu la ted n/a 72 50 - 90 n/a 2013  E ros ion o f N a tura l D epos its

N ot R egu la ted n/a <  1 .0 N D  - 1 .0  n /a 2007  E ros ion o f N a tura l D epos its

N ot R egu la ted n/a 277 200 - 350 n/a 2013  E ros ion o f N a tura l D epos its

N ot R egu la ted n/a 24 17 - 30 n/a 2013  E ros ion o f N a tura l D epos its

N ot R egu la ted n/a 2.5 2 .1  - 2 .9 n/a 2013  E ros ion o f N a tura l D epos its

N ot R egu la ted n/a 30 20 - 40 n/a 2013  E ros ion o f N a tura l D epos its

N ot R egu la ted n/a 6 7  - 11 .0 n/a 2013  E ros ion o f N a tura l D epos its

 p p b  =  pa rts -per-b illion ; p p m  =  parts-per-m illion ; pC i/L  =  p icoC u ries pe r lite r; n tu  =  nephe lom etric  tu rb id ity  un its ; N D  =  no t de tec ted; n /a  =  not app licab le ; 

 <  =  average is  less  than the  de tection  lim it fo r repo rting  purposes; M C L  =  M axim um  C ontam inant Leve l; (M C LG ) =  federa l M C L G oal; P H G  =  C a lifo rn ia  P ub lic  

 H ealth  G oal; µm h o /cm  = m icrom ho per centim eter; *C on tam inant is  regu la ted by a  secondary s tandard  to  m ain ta in  aesthetic  qua lities  (tas te , odor, co lo r).

 V anad ium  (ppb)

 S od ium  (ppm )

 T ota l D isso lved S o lids  (ppm )

 C a lc ium  (ppm )

 H ardness (ppm )

 A lka lin ity  (ppm  as C aC O 3)

 P o tass ium  (ppm )

 M agnesium  (ppm )

 U n reg u lated  C o n tam in an ts  R eq u iring  M o n ito rin g

 C hrom ium  (V I) (ppb)

 T urb id ity  (n tu )

 S u rfactants  (M B A S ) (ppb )

 S pec ific  C onduc tance  (um ho/cm )

 S u lfa te  (ppm )

 T rich loroethy lene T C E  (ppb)

T yp ical S o u rce

o f C o n tam in an t

 U ran ium  (pC i/L)

 P e rch lo ra te  (ppb)

 N itra te  (ppm  as N O 3)

 In o rg an ic  C h em icals

 R ad ium  (pC i/L )

LA C AN AD A IR R IG ATIO N  D IS TR IC T G R O U N D W ATE R  Q U AL ITY

 C h loride  (ppm )

 F luo ride  (ppm )

 A rsen ic  (ppb)

 B a rium  (ppb)

 R ad io lo g ica ls

 A lpha R ad ia tion  (pC i/L)

 N itra te+N itrite  (ppm  as N )

 O rg an ic  C h em icals

 S eco n dary S tand ard s
*

 T e trach loroethy lene P C E  (ppb )

MCL Average Range of MCL

(MRDL/MRDLG) Amount Detections Violation?

 Total Trihalomethanes (ppb) 80 54.2 47.3 - 61.8 No  Byproducts of chlorine disinfection

 Haloacetic Acids (ppb) 60 21.2 13.9 - 24.1 No  Byproducts of chlorine disinfection

 Chlorine Residual (ppm) (4 / 4) 1.7 0.4 - 2.2 No  Disinfectant added for treatment

 Turbidity (ntu) 5* 0.4 0.1 - 4.8 No  Erosion of natural deposits

 Color (color units) 15* 3.1 3 - 7.5 No  Erosion of natural deposits

 Odor (threshold) 3* 1 1 No

Action Level PHG 90th Percentile Sites Exceeding AL / AL

Value Number of Sites Violation?

 Lead (ppb) 15 2 ND 1/ 20 No  Corrosion of household plumbing

 Copper (ppm) 1.3 0.17 0.18 0 / 20 No  Corrosion of household plumbing

 Every three years, 20 residences are tested for lead and copper at-the-tap.   A total of  20 samples were taken in 2013.  Lead was detected in one sample at a level above the Action Level.  

A regulatory Action Level (AL) is the concentration of a contaminant which, if exceeded in more than 10 percent of the samples, triggers treatment or other requirements which a water system must follow

LCID is in compliance with the lead AL regulation.  Copper was detected in 15 of the 20 samples, none of which exceeded the AL.  The next round of required testing will occur in 2016.

LA CANADA IRRIGATION DISTRICT DISTRIBUTION SYSTEM WATER QUALITY

Typical Source

Of Contaminant

Typical Source

Of Contaminant

LEAD AND COPPER ACTION LEVELS AT RESIDENTIAL TAPS

 ntu = nephelometric turbidity units; ND = not detected; MRDL = Maximum Resdiual Disnfectant Level; MRDLG = Maximum Residual Disinfectant Level Goal; 

 * Contaminant is regulated by a secondary standard to maintain aesthetic qualities (taste, odor, color)

 Four locations in the distribution system are tested monthly for odor, color and turbidity.  Two locations are tested quarterly for trihalomethanes and haloacetic acids.

 Usually chlorine



 
LA CAÑADA IRRIGATION DISTRICT 

2013 ANNUAL DRINKING WATER QUALITY REPORT 
 

Este informe contiene información muy importante sobre su agua de beber.  Tradúzcalo ó hable con 
alguien que lo entienda bien. 

 
 

La Cañada Irrigation District (LCID) serves approximately 9,500 people in the Northwest area of La Cañada 
Flintridge.  LCID obtains drinking water from three sources – tunnel water in the Angeles National Forest watershed, two conventional verti-
cal wells, and imported surface water purchased from the Foothill Municipal Water District.  Foothill purchases water from the Metropolitan   
Water District of Southern California and then sells the water to various retailers in La Cañada Flintridge, La Crescenta and Altadena.  The 
General Manager oversees the company’s operations and reports to a five member Board of Directors.  The Board meets at 7:30 pm every 
2nd Tuesday of the month at 1443 Foothill Boulevard, La Cañada Flintridge.  For more information, you may contact Mr. Douglas Caister, 
General Manager, at (818) 790-6749. 
 

In order to ensure that tap water is safe to drink, the U.S. Environmental Protection Agency (USEPA) and the California 

Department of Public Health (CDPH) prescribe regulations that limit the amount of certain contaminants in water provided by public water 
systems.  CDPH regulations also establish limits for contaminants in bottled water that provide the same protection for public health.  
Drinking water, including bottled water, may reasonably be expected to contain at least small amounts of some contaminants.  The pres-
ence of contaminants does not necessarily indicate that water poses a health risk.  More information about contaminants and potential 
health  effects can be obtained by calling the U.S. Environmental Protection Agency (USEPA) Safe Drinking Water Hotline (1-800-426-
4791). 
 

In 2013, La Cañada Irrigation District (LCID) distributed approximately 2,798 acre feet of water to its 
customers.  This is equivalent to approximately nine hundred and nine million gallons.  One acre foot is enough water to cover one acre of 
land, one foot deep with water, or approximately 325,000 gallons.  Less than five percent of the water came from the Picken’s Canyon tun-
nels in the San Gabriel Mountains high above any residential area.  The two tunnels closely resemble buried, horizontal mine shafts.  Two 
conventional vertical wells produced seven percent of the annual water production.  Ninety percent of the total was purchased from the 
Metropolitan Water District of Southern California, a regional wholesaler of imported surface water.  This water is a blend of Colorado River 
water delivered through Metropolitan’s Colorado River Aqueduct and surface water from Northern California delivered through the State of 
California Water Project Aqueduct.  Metropolitan’s water is filtered and disinfected with chlorine (followed by chloramines) at the Weymouth 
Filtration Plant in La Verne.  Chlorine disinfectant is added to Picken’s Canyon tunnel water before it blends with Metropolitan’s water in 
lower reservoirs.  Chlorine kills microorganisms and prevents re-growth of bacteria in storage reservoirs and distribution pipelines. 
 

LCID is required by the California Department of Public Health (CDPH) to test well water and tunnel 
water for organic chemicals, minerals, metals, and bacteria.  Also, we are required to test regularly for bacteria in our distribution sys-

tem.  Lead and copper are tested in tap water from selected residences.  Metropolitan is responsible for water quality testing of their treat-
ed water.   
 

As in past years, the Detected Contaminant Chart compares the quality of your tap water to State drinking water     

standards.  The water quality chart lists all the regulated drinking water contaminants (and unregulated contaminants requiring monitoring) 
that were detected during the 2013 calendar year. More than 100 regulated contaminants have been tested that were not detected in 
drinking water delivered by LCID; the list of non-detected contaminants is not included in the chart.  Certain regulated chemicals are   mon-
itored less frequently than once each year.  The results from the most recent testing done in accordance with the monitoring regulations 
and the respective sampling year are noted in each table.  Some of the data, although more than one year old, are representative of the 
current drinking water quality. 
 

In general, the sources of drinking water (both tap water and bottled water) include rivers, lakes, streams, ponds,         

reservoirs, springs and wells.  As water travels over the surface of the land or through the ground, it dissolves naturally occurring minerals 
and, in some cases, radioactive material, and can pick up substances resulting from the presence of animals or from human activity. 
 

Contaminants that may be present in source water include: 1) microbial contaminants, such as virus and bacte-
ria, that may come from sewage treatment plants, septic systems, agricultural livestock operations, and wildlife; 2) inorganic contami-
nants, such as salts and metals, that can be naturally occurring or result from urban storm water runoff, industrial or domestic wastewater 
discharges, oil and gas production, mining or farming; 3) pesticides and herbicides that may come from a variety of sources such as 
agriculture, urban storm water runoff, and residential uses; 4) organic chemical contaminants, including synthetic and volatile organic 
chemicals, that are by-products of industrial processes and petroleum production, and can also come from gas stations, urban storm water 
runoff, agricultural application, and septic systems; 5) radioactive contaminants, that can be naturally occurring or be the result of oil 
and gas production and mining activities.  Note: In 2013, LCID had a clean microbial contaminant report, meaning no total positive 
samples were collected in 2013. 
 

Groundwater is protected from many infectious organisms, such as the parasite Cryptosporidium, by the natural   

filtration action of water percolating through soils.  Current conventional surface water treatment methods remove most Cryptosporidium   
organisms when they are present, but 100 percent elimination cannot be guaranteed.  Metropolitan has detected Cryptosporidium in    
some areas of their watershed but has never detected the organism in their treated water.  There is no evidence that Cryptosporidium has      
entered our water supply.  However, some people may be more vulnerable to contaminants in drinking water than the general population.  
Immuno-compromised persons, such as persons with cancer undergoing chemotherapy, persons who have undergone organ transplants, 
people with HIV/AIDS or other immune system disorders, some elderly, and infants can be particularly at risk from infections.  These    
people should seek advice about drinking water from their health care providers.  USEPA/Centers for Disease Control guidelines on appro-
priate means to lessen the risk of infection by Cryptosporidium and other microbial contaminants are available from the Safe Drinking Wa-
ter Hotline (1-800-426-4791). 

La Cañada Irrigation District Urban Water Management Plan (UWMP)  The California Urban Water Management Act re-

quires each urban water supplier, with more than 3,000 service connections or providing more than 3,000  AF/Y to prepare an UWMP.  La Cañada 
Irrigation District prepared its 2005 UWMP and submitted it to the Department of Water Resources, in accordance with the UWMP Act.  LCID’s 
UWMP was adopted on December 13, 2005, and was made available to the public for review.  The Plan is filed and can be accessed in the public 
library and the District’s main office.  Today, LCID does not meet the minimum requirements for the submittal of an UWMP. 
 

La Cañada Irrigation District Source Water Assessments  A source water assessment was conducted for Wells 01 and 06 of 

the La Cañada Irrigation District water system in July 2002.  The source is considered most vulnerable due to the following activities associated 
with contaminants in the water supply: automobile (gas stations), dry cleaners, drinking water treatment plants, wells (water supply), chemical/
petroleum processing/storage, historic waste dumps/landfills, injection wells/dry wells/sumps, automobile repair shops, utility stations 
(maintenance areas), housing (high density), parking lots/malls, septic systems (high density), appliance/electronic repair, medical/dental offices/
clinics, fertilizer, pesticide/herbicide application, motor pools, office buildings/complexes, schools, and sewer collection systems. The source is con-
sidered most vulnerable to the following activities not associated with any detected contaminants: above ground storage tanks, construction/
demolition staging areas and transportation corridors (freeways/state highways).  A source water assessment was also conducted for Pickens Tun-
nel of the La Cañada Irrigation District water system in July 2002.   The source is considered most vulnerable to the following activities not associ-
ated with any detected contaminants: managed forests and wells (water supply).  A copy of the complete assessment may be viewed at: La Ca-
ñada Irrigation District 1443 Foothill Boulevard, La Cañada, CA 91011.  You may request a summary of the assessment be sent to you by contact-
ing: Douglas Caister, General Manager, at (818) 790-6749. 
 

Metropolitan Water District of Southern California (MWDSC) Source Water Assessment “In December 2002, 

MWDSC completed its source water assessment of its Colorado River and State Water Project supplies.  Colorado River supplies are considered to 
be most vulnerable to recreation, urban/storm water runoff, increasing urbanization in the watershed and wastewater.  State Water Project sup-
plies are considered to be most vulnerable to urban/storm water runoff, wildlife, agriculture, recreation and wastewater.  A copy of the assessment 
can be obtained by contacting Metropolitan by phone at (213) 217-6850.  If you have any questions, please feel free to contact: 
Marcia Torobin, Metropolitan Water District of Southern California P.O. Box 54153 Los Angeles, CA 90054-0153.   
 
(i) In the fall of 2007, MWDSC began treating your water by adding fluoride to the naturally occurring level in order to help prevent dental caries in 
consumers.  The fluoride levels in the treated water are maintained within a range of 0.1 to 1.0 ppm, as required by Department regulations. 
   


